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SITE UTILITY NOTES

1. LOCATION OF SITE UTILITIES SHALL BE VERIFIED BY GENERAL CONTRACTOR THE
PROPER UTILITY COMPANY PROVIDING SERVICE.

2. GENERAL CONTRACTOR SHALL PROVIDE 2’ x 2’ x 6" THICK CONCRETE APRON AT ALL
CLEANOUTS, VALVES AND METERS OUTSIDE OF BUILDING.

3. GENERAL CONTRACTOR WILL BE RESPONSIBLE FOR ALL TAP AND TIE ON FEES
REQUIRED, AS WELL AS COST OF UNDERGROUND SERVICE CONNECTIONS TO THE
BUILDING.

4. ELECTRICAL SERVICE TO PAD MOUNTED TRANSFORMER SHALL BE RUN UNDERGROUND,
FROM ROAD RIGHT-OF-WAY TO TRANSFORMER LOCATION. ASSOCIATED COST BY
GENERAL CONTRACTOR.

5. GENERAL CONTRACTOR SHALL FURNISH (2) - 4" TELEPHONE CONDUIT(S) AS SHOWN ON
PLAN, VERIFY LOCATION OF TIE IN AT TELEPHONE COMPANY’S SERVICE LINE. PROVIDE
/ NYLON PULL CORDS INSIDE CONDUIT.
S
6. ALL FITTINGS AND FIRE HYDRANTS SHALL BE RESTRAINED PER CHART ON SHEET CSZA

7. DIMENSIONS SHOWN ARE TO CENTERLINE OF PIPE OR FITTING.
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~ 8. ALL WATER AND SANITARY LEADS TO BUILDING SHALL END 5’ OUTSIDE THE BUILDING ‘ o “ = :—L),)UJJT'IT )

LIMITS AS SHOWN ON PLAN AND SHALL BE PROVIDED WITH A TEMPORARY PLUG AT END. _\OAQ&WJQM tl o= —
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> 9. ALL FIRE HYDRANTS SHALL BE PROVIDED WITH AN APPROVED GATE VALVE A MAXIMUM SN\ S——— | =

OF 5-0" FROM HYDRANT. A\ i '

- - — - - *& ‘— — 15" PIE

10. PROJECT MUST COMPLY WITH PASCO COUNTY FIRE HYDRANT ORDINANCE 46-51.

11. FIRE HYDRANTS SHALL BE INSTALLED AND IN SERVICE PRIOR TO THE ACCUMULATION
OF COMBUSTIBLES.
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12. WHERE UNDERGROUND WATER MAINS AND HYDRANTS ARE TO BE PROVIDED, THEY
SHALL BE INSTALLED, COMPLETED AND IN SERVICE PRIOR TO CONSTRUCTION WORK ]
(NFPA-1, 16.4.3.1.3). ||

S SHE
13. CLEARANCES OF SEVEN AND ONE-HALF FEET IN FRONT OF AND TO THE SIDES OF THE L L] %@Q;; SUBLECT PARCEE Y i
FIRE HYDRANT WITH A FOUR-FOOT CLEARANCE TO THE REAR MUST BE MAINTAINED AT T2 onTo BT PG i
ALL TIMES (NFPA-1, 18.3.4.1). M D' |
[ .
14, GATED ENTRIES REQUIRE A SIREN OPERATING SYSTEM OR A 3M OPTICOM SYSTEM FOR [ U D [ er e LA LAKE FLOWD
EMERGENCY ACCESS. L ILI, MOBILE HOME /
15. ALL TRENCHING, PIPE LAYING, AND BACKFILLING SHALL BE IN ACCORDANCE WITH 06, £XENS 85~ ;
FEDERAL OSHA REGULATIONS. 7 N - 1
P //7 -
16. GENERAL CONTRACTOR SHALL HAVE APPROVAL OF ALL GOVERNING AGENCIES - 06 ETENDS 62"

HAVING JURISDICTION OVER THIS SYSTEM PRIOR TO INSTALLATION.

17. ALL WORK SHALL BE DONE IN STRICT ACCORDANCE WITH DIVISION 2 OF LOWE’S
STANDARD SITE SPECIFICATIONS.

18. FIRE LINE SHALL BE STUBBED UP 1" ABOVE FFE IN SPRINKLER ROOM.

19. REFER TO PLUMBING SHEETS FOR LOCATION OF SEWER, DOMESTIC, AND IRRIGATION
CONNECTIONS.

20. WATERMAINS SHALL HAVE A MINIMUM OF 42" COVER.

21. PASCO COUNTY TO DEACTIVATE EXISTING FIRE STATION PUMP STATION AFTER LOWE’S
PUMP STATION IS COMPLETE AND IN OPERATION.
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VILLAGE LAKES
SHOPPING CENTER
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LEGEND

PROPOSED SAN. MANHOLE

PROPOSED SAN. SEWER

PROPOSED WATER MAIN

PROPOSED GAS LINE

PROPOSED STORM
DRAIN

EXISTING UTILITIES TO
BE REMOVED

PROPOSED FIRE HYDRANT
& GATE VALVE

PROPOSED CHLORINE
INJECTION /TESTING POINT

NOTE: LOCATION OF UNDERGROUND UTILITIES SHOWN
ON THESE PLANS SHALL NOT BE CONSIDERED TO BE
EXACT FOR CONSTRUCTION PURPOSES. CALL
UNDERGROUND FACILITIES LOCATION SERVICE —
"SUNSHINE” (1—-800-432—4770) 48 HOURS PRIOR
TO ANY EXCAVATION ACTIVITY.
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REVISIONS
<> PRE-BID SET POST BID SET

ISSUE DATE ISSUE DATE
DATE DESCRIPTION

Rev Parking Area West of Bldg
03/03/14 A SR54 Improvements & Entrance.

Added Sewer to Fire Station.
Added Note #21 for FS Pump Stg)

LINCKS & ASSOCIATES, INC.
ENGINEERS PLANNERS
5023 WEST LAUREL STREET
TAMPA, FLORIDA 33607
PH. (813) 289-0039
LIC. NO. EB0004638

David W. Desilet
PE No. 24760

LOWE'S HOME CENTERS, INC.
1605 CURTIS BRIDGE ROAD
WILKESBORO, NC 28697

336.658.4000 (V) 336.658.2527 (F)
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THIS DRAWING IS THE PROPERTY OF LOWE'S HOME
CENTERS, INC. ANY USE OR REPRODUCTION IN WHOLE
OR PART IS PROHIBITED WITHOUT THE EXPRESSED
'WRITTEN CONSENT OF LOWE'S HOME CENTERS, INC.
COPYRIGHT 2008 ALL RIGHTS RESERVED
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