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SW-C5

WETLAND "C2"
CATEGORY  III

6.28 Ac. 

SURFACE
WATER

"C3"
CATEGORY  III

WETLAND "B6"
CATEGORY  II

WETLAND "D5"
CATEGORY  II

6.28 Ac. 

WETLAND "C4"
CATEGORY  III

WETLAND "D1"
CATEGORY  III

SURFACE  WATER
DITCH "D2"

SURFACE  WATER
DITCH "D6"
CATEGORY  II

WETLAND "D3"
CATEGORY  III

1.42 Ac. 

WETLAND "E4"
CATEGORY  II

0.60 Ac. 

SURFACE  WATER
DITCH "D4"
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SHEET OF SHEETS
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SCALE: 1" = 100'

M

ZONE A

WETLAND "100"
CATEGORY I

18.12 Ac.

PRELIMINARY DEVELOPMENT PLAN
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Category II

Category II

Category II

Category III

Category III

Category III

Category III

Category III

Category II

SW-C3

SW-D2

SW-C6

SW-C5

SW-D4

FU
TU

RE

BEXLEY VILLAGE DRIVE 1ST EXT.
ERP APP ID 701929

BEXLEY VILLAGE DRIVE 1ST EXT.
ERP APP ID 701929

SHEET OF SHEETS

NNP-BEXLEY, LLC

EXISTING PROPOSED

SCALE: 1" = 100'

CALL 48 HOURS
BEFORE YOU DIG

IT'S THE LAW!
DIAL 811

MASTER DRAINAGE PLAN

8 38

Wetland ID FLUCFCS Wetland Ac. Impact ID Wetland Impact Ac. Non-JD Wetland
Impact Ac.

Surface Water
Impact Ac.

Remaining
Wetland Ac.

C4* 641 0.60 C4* 0.60* 0.00

D1 641 0.87 D1 0.87 - - 0.00
S.W.-D2 510 0.27 S.W.-D2 - 0.27 0.00

D3 621 1.42 - - - - 1.42
E4 621 8.66 - - - - 8.66

Total Ac. 11.22 0.87 0.00 0.27 10.08
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Category II

Category III

SW-C5

SW-D4

SHEET OF SHEETS

NNP-BEXLEY, LLC

SCALE: 1" = 50'

LOT GRADING TYPE "A"

LOT GRADING TYPE "B"

EXISTING PROPOSED

NEIGHBORHOOD GRADING PLAN
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Category III

Category III

SW-C3

Category II
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SCALE: 1" = 50'

EXISTING PROPOSED

NEIGHBORHOOD GRADING PLAN
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SW-D2

SHEET OF SHEETS

NNP-BEXLEY, LLC

SCALE: 1" = 50'

EXISTING PROPOSED

NEIGHBORHOOD GRADING PLAN

11 38

 

 
PE

RM
IT

TE
D

 D
RA

W
IN

G
S 

SO
U

TH
W

ES
T 

FL
O

RI
D

A
 W

A
TE

R 
M

A
N

A
G

EM
EN

T 
D

IS
TR

IC
T 

(S
W

FW
M

D
) 

Fo
r 

co
ns

tr
uc

tio
n 

pe
rm

its
, t

he
 P

er
m

itt
ee

 s
ha

ll 
no

tif
y 

th
e 

D
is

tr
ic

t  
in

 w
ri

tin
g 

w
he

n 
co

ns
tr

uc
tio

n 
be

gi
ns

. 

 



STORM  STRUCTURE  DATA

FEET

INVERT ELEV.

UPPER
END

FALL
IN

END
LOWER%

SLOPE
FEET

LENGTH
IN.

DIAM.TYPE
ELEV.
TOPTYPE & SIZENO.

STRUCTURE LINE

STORM  STRUCTURE  DATA

FEET

77      1 CURB INLET    52.86   RCP     18      28      0.30    48.26   48.18   0.08

78      1 CURB INLET    53.11   RCP     18      56      0.30    46.41   46.24   0.17

79      MES                                                                             FDOT INDEX NO. 272

80      1 CURB INLET    53.63   RCP     18      83      0.30    46.93   46.68   0.25

82

81      1 CURB INLET    53.6    RCP     18      26      0.30    49.00   48.92   0.08

82      1 CURB INLET    53.6    RCP     24      229     0.20    46.18   45.72   0.46

85

83      1 CURB INLET    53.07   RCP     18      26      1.40    48.47   48.11   0.36

84      1 CURB INLET    53.07   RCP     24      52      1.00    47.61   47.09   0.52

85      3 CURB INLET    52.91   RCP     36      316     0.12    44.72   44.34   0.38    TYPE 'J' STRUCTURE BOTTOM

86      JCT BOX         53.96   RCP     36      179     0.12    44.34   44.13   0.21    TYPE 'J' STRUCTURE BOTTOM
                                                                                        5'-0"x 5'-0"

88

87      E GTI           53.02   RCP     18      32      0.30    47.72   47.62   0.10

88      E GTI           53.02   RCP     36      268     0.13    44.13   43.78   0.35    TYPE 'J' STRUCTURE BOTTOM

89      E GTI           52.7    RCP     36      29      0.13    43.78   43.74   0.04    TYPE 'J' STRUCTURE BOTTOM

90      1 CURB INLET    53.2    RCP     36      64      0.13    43.74   43.66   0.08    TYPE 'J' STRUCTURE BOTTOM

90A     MES                                                                             FDOT INDEX NO. 272

91      1 CURB INLET    53.02   RCP     18      26      0.30    48.42   48.34   0.08

92      1 CURB INLET    53.02   RCP     18      47      0.30    46.22   46.08   0.14

93      MES                                                                             FDOT INDEX NO. 272

94A     INLINE DRAIN    54      HDPE    12      134     0.40    49.90   49.36   0.54    12" CAST IRON GRATE

96

94      1 CURB INLET    53.6    RCP     18      29      0.30    49.00   48.91   0.09

95      E GTI           53.1    RCP     24      290     0.20    48.41   47.83   0.58

96      MANHOLE         54.3    RCP     30      160     0.16    47.33   47.08   0.26    FDOT INDEX NO. 200

100

97      3 CURB INLET    53.29   RCP     18      28      0.40    48.69   48.58   0.11

98      1 CURB INLET    53.5    RCP     24      178     0.20    48.08   47.72   0.36

99      1 CURB INLET    54.03   RCP     24      58      0.20    46.83   46.71   0.12

100     MANHOLE         54.33   RCP     30      31      0.16    46.21   46.16   0.05    FDOT INDEX NO. 200

101     1 CURB INLET    54.02   RCP     36      226     0.12    45.66   45.39   0.27    TYPE 'J' STRUCTURE BOTTOM

103

102     3 CURB INLET    53      RCP     24      33      0.20    47.20   47.13   0.07

103     1 CURB INLET    53.26   RCP     36      74      0.16    45.39   45.27   0.12    TYPE 'J' STRUCTURE BOTTOM

104     1 CURB INLET    53.42   RCP     42      113     0.13    44.77   44.63   0.15    TYPE 'J' STRUCTURE BOTTOM

107B

107A    INLINE DRAIN    54      HDPE    12      51      0.24    47.90   47.78   0.12    12" CAST IRON GRATE

107B    MANHOLE         53.97   RCP     42      172     0.13    44.63   44.40   0.22    TYPE 'J' STRUCTURE BOTTOM

107

105A    INLINE DRAIN    54      HDPE    12      134     0.24    48.20   47.88   0.32    12" CAST IRON GRATE

105     2 CURB INLET    52.98   RCP     24      28      0.40    47.88   47.77   0.11

106     2 CURB INLET    53.2    RCP     30      290     0.12    47.27   46.92   0.35

107     MANHOLE         54.53   RCP     42      103     0.13    44.40   44.27   0.13    TYPE 'J' STRUCTURE BOTTOM
                                                                                        FDOT INDEX NO. 200

108     MANHOLE         54.22   RCP     48      69      0.10    43.77   43.70   0.07    TYPE 'J' STRUCTURE BOTTOM
                                                                                        FDOT INDEX NO. 200

111

109     1 CURB INLET    53.44   RCP     18      52      0.30    46.74   46.58   0.16

110     1 CURB INLET    53.59   RCP     18      239     0.30    46.58   45.87   0.72

111     1 CURB INLET    53.89   RCP     48      28      0.10    43.37   43.34   0.03    TYPE 'J' STRUCTURE BOTTOM

111A    1 CURB INLET    53.67   RCP     48      161     0.10    43.34   43.18   0.16    TYPE 'J' STRUCTURE BOTTOM

50      EX. MH                                                                          TIE TO EXISTING MH

124     1 CURB INLET    54.34   RCP     30      54      0.16    44.90   44.81   0.09    CONSTRUCT TEMPORARY TOP

125     1 CURB INLET    53.84   RCP     30      126     0.16    44.81   44.61   0.20

126     1 CURB INLET    53.24   RCP     30      29      0.20    44.61   44.56   0.06

127     1 CURB INLET    53.46   RCP     36      48      0.12    44.06   44.00   0.06    TYPE 'J' STRUCTURE BOTTOM

128     MES                                                                             FDOT INDEX NO. 272

133     E GTI           53.98   RCP     30      23      0.16    44.90   44.86   0.04    CONSTRUCT TEMPORARY TOP

135

134     1 CURB INLET    53.74   RCP     18      45      0.30    49.14   49.01   0.14

135     1 CURB INLET    53.86   RCP     30      84      0.16    44.86   44.72   0.13

136     MES                                                                             FDOT INDEX NO. 272

137     1 CURB INLET    53.28   RCP     18      31      0.30    48.68   48.59   0.09

138     1 CURB INLET    53.28   RCP     18      156     0.30    48.59   48.12   0.47

139     MES                                                                             FDOT INDEX NO. 272

140     CONTROL         52.7    RCP    2-30"     41     0.24    47.50   47.40   0.10    TYPE 'J' STRUCTURE BOTTOM
        STRUCTURE                                                                       REFER TO CONTROL STRUCTURE DETAILS

141     MES                                                                             FDOT INDEX NO. 272

142     CONTROL         52.7    RCP     30      152     0.12    46.31   46.13   0.18    REFER TO CONTROL STRUCTURE DETAILS
        STRUCTURE

143     MANHOLE         54      RCP     30      143     0.12    46.13   45.96   0.17    FDOT INDEX NO. 200

66

144     MES                            38x60   300     0.27    45.00   44.20   0.81    DOUBLE MES-FDOT INDEX NO. 272

145     MES                                                                             DOUBLE MES-FDOT INDEX NO. 272

INVERT ELEV.

UPPER
END

FALL
IN

END
LOWER%

SLOPE
FEET

LENGTH
IN.

DIAM.TYPE
ELEV.
TOPTYPE & SIZENO.

STRUCTURE LINE

CONTROL STRUCTURE DATA

STRUCTURE
LOCATION &

REMARKS

STRUCTURE
LOCATION &

REMARKS

SHEET OF SHEETS

NNP-BEXLEY, LLC

STORM STRUCTURE DATA

12 38
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FUTURE

SHEET OF SHEETS
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SCALE: 1" = 120'

WATER & SEWER KEY MAP
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MUMS NOTE:
THIS CURB INLET HAS BEEN APPROVED BY PASCO COUNTY FOR USE ON NON-FUNCTIONALLY
CLASSIFIED ROADWAYS, SUCH AS LOCAL STREETS AND SUBDIVISION COLLECTOR
ROADWAYS.  IT DOES NOT CONFORM TO THE FLORIDA DEPARTMENT OF TRANSPORTATION
MANUAL OF UNIFORM MINIMUM STANDARDS FOR DESIGN, CONSTRUCTION, AND
MAINTENANCE FOR STREETS AND HIGHWAYS, THE STANDARD SPECIFICATIONS FOR ROAD
AND BRIDGE CONSTRUCTION, OR THE DESIGN STANDARDS FOR DESIGN, CONSTRUCTION,
MAINTENANCE AND UTILITY OPERATIONS ON THE STATE HIGHWAY SYSTEM.  HOWEVER, WE
HEREBY CERTIFY THAT IT IS SUITABLE FOR USE AT THE LOCATIONS DEPICTED HEREIN.

SHEET OF SHEETS

NNP-BEXLEY, LLC

DRAINAGE DETAILS
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12"
MIN.

3
' 
MI
N.

C
OV
ER

T
YP
.

FIN. GRADE1
2"
 
MI
N.

FLOW

OUTIN

7 2
6
5

*
2 RISER - GALV.

CONCRETE SLAB

BALL VALVES - BRASS OR S.S. (PROVIDED WITH BFP ASS'Y)

- ENTIRE ASSEMBLY TO BE PAINTED SAFETY BLUE.

  FOR TESTING.
- MINIMUM CLEARANCE OF 24" TO BE MAINTAINED AROUND DEVICE

NOTE:  - FIELD ADJUST AND CUT ITEM 5 TO THE PROPER LENGTH.

ITEM

3
4

2

1 BACKFLOW PREVENTER ASSEMBLY, REDUCED PRESSURE ZONE

UNIONS - GALV.
NIPPLES - BRASS

DESCRIPTION

M A T E R I A L S
QUANT.

2
2

2

1

ELBOWS - GALV. 90°

- CONCRETE SLAB TO EXTEND 12" MIN. AROUND ENTIRE DEVICE.
- DEVICE MUST BE LISTED WITH THE UNIVERSITY OF SOUTHERN CALIFORNIA

  FOUNDATION FOR CROSS CONNECTION CONTROL AND HYDRAULIC RESEARCH.

1

METER

DETAIL 11

(SINGLE SERVICE: 3/4", 1", 1-1/2", 2")
BACKFLOW PREVENTER
REDUCED PRESSURE

12"
MIN.

7

4

2

5

6

7
3

4

2

5

SERVICE

3

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

REVISED

CREATED

DETAIL 27PASCO COUNTY UTILITIES

SLIP TYPE

VALVE BOX DETAIL PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

CREATED

REVISED

N
EW
 O

R 
EX

IS
TI

NG
 5

.2
5"

 S
HA
FT

DETAIL 26PASCO COUNTY UTILITIES

VALVE EXTENSION RODS

W
EL
DE
D

W
EL
DE
D

O
PT
IO

NA
L 

S.
S.

 S
ET

 S
CR
EW

N
EW
 O

R 
EX

IS
TI

NG
 V

AL
VE

.
87
5"

 D
IA

. 
SO

LI
D 

ST
EE
L

2
" 
SQ

UA
RE

 O
PE

RA
TI

NG
 N
UT

C
EN
TE

RI
NG

 D
IS
K

S
LI
P 

TY
PE

 V
AL

VE
 B
OX

C
O
N
C
R
E
T
E
 
P
A
D
 
W
/
 
I
.
D
.
 
TA
G

N
O
T
E
:
 
A
L
L
 
V
A
L
V
E
 
B
O
X
E
S
 
S
H
A
L
L
 
I
N
CL
UD
E

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

CREATED

REVISEDREVISED

CREATED

TEMPORARY BLOW-OFF ASSEMBLY
TO BE REMOVED AFTER TESTING

VALVE BOX (TOP SECTION)

   NUT IS A MAXIMUM OF 3' BELOW GRADE.
-  VALVE EXTENSION ROD SHALL BE UTILIZED, AS NECESSARY, SO THAT VALVE OPERATING

IN JOINT RESTRAINT TABLE (DETAIL 46)
-  MECHANICAL JOINTS/UNDERGROUND PIPING SHALL BE RESTRAINED AS SPECIFIED

NOTES:

WITH I.D. TAG
CONCRETE VALVE PAD

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

PERMANENT

BLOW-OFF DETAIL

PASCO COUNTY UTILITIES DETAIL 25

WORD (WATER) ON COVER

FINAL GRADE

VALVE BOX
C.I. SLIP TYPE

WATER MAIN

GATE VALVE OR REDUCER
TAPPED PLUG

BELOW GRADE
PLUG INSTALLED 4"
2" GALV. COUPLING WITH

FINAL GRADE

5 1 TEE, ANCHORING, M.J.

ITEM

3
4

2

1 HYDRANT, FIRE (5 1/4" VALVE MIN.), PAINTED YELLOW
6" PIPE, P.V.C. (DR-18)
BOX, VALVE SLIP TYPE

DESCRIPTION

M A T E R I A L S
QUANT.

1
1

1

6" VALVE, GATE, M.J. RESILIENT WEDGE

1

3
6"
 
MI
N.

DETAIL 24PASCO COUNTY UTILITIES

PERPENDICULAR TO THE MAIN
FIRE HYDRANT

UNDISTURBED EARTH

3

4

1

6" RESTRAINER GLAND (MEGALUG)6

46

2

2

6

5

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

VALVE EXTENSION ROD, AS NECESSARY (3' MAX. BELOW GRADE)7

CONCRETE VALVE PAD
WITH I.D. TAG

7

CREATED

REVISED

FINAL GRADE

5 1 TEE, ANCHORING, M.J.

ITEM

3
4

2

1 HYDRANT, FIRE (5 1/4" VALVE MIN.), PAINTED YELLOW
6" PIPE, P.V.C. (DR-18)
BOX, VALVE SLIP TYPE

DESCRIPTION

M A T E R I A L S
QUANT.

1
1

1

6" VALVE, GATE, M.J. RESILIENT WEDGE

1

3
6"
 
MI
N.

DETAIL 23

FIRE HYDRANT

UNDISTURBED EARTH

3

4
5

7

5

1

7

6" RESTRAINER GLAND (MEGALUG)
BEND, ANCHORING, D.I.17

6

4
6

6

2

2

6

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

CONCRETE VALVE PAD
WITH I.D. TAG

8

VALVE EXTENSION ROD, AS NECESSARY (3' MAX. BELOW GRADE)8

CREATED

REVISED

FINAL GRADE

5 TEE, ANCHORING, MJ

ITEM

3
4

2

1 HYDRANT, FIRE (5 1/4" VALVE MIN.), PAINTED YELLOW
6" VALVE, GATE, MJ RESILIENT WEDGE
BOX, VALVE SLIP TYPE

DESCRIPTION

M A T E R I A L S
QUANT.

1
1

1

1

6" BEND, ANCHORING, D.I.

1

3
6
"
 
M
IN
.

DETAIL 22

FIRE HYDRANT

UNDISTURBED EARTH

3

2

5

4

5

1

4

2

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

CONCRETE VALVE PAD
WITH I.D. TAG

6

VALVE EXTENSION ROD, AS NECESSARY (3' MAX. BELOW GRADE)6

REVISED

CREATED

CREATED

REVISED
WRITTEN PCU APPROVAL

NO MODIFICATIONS WITHOUT

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

DETAIL 21

STANDARD 40' (DETACHED) SINGLE FAMILY
TYPICAL UTILITY CONNECTION DETAIL

PASCO COUNTY UTILITIES

SHEET OF SHEETS

NNP-BEXLEY, LLC

WATER & RECLAIMED SYSTEM DETAILS

28 38
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R/W

3
6"
 M
IN

COMPACTED BACKFILL

- CURB STOP TO TERMINATE 24" ABOVE GROUND AT R/W LINE.

7 1 2" x 4" P.T. MARKER STAKE

6

5

1

1" TUBING, POLYETHYLENE

3/4" WATER OR 1" REUSE CURB STOP BALL
VALVE W/ LOCK WINGS (F.I.P. x COMP.)

- SADDLES 2" - 3" TO BE BRASS FULL CIRCLE TYPE.

- REUSE CURB STOPS = 1" / WATER CURB STOPS = 3/4"

NOTES: - ALL FITTINGS FOR POLYETHYLENE TUBING ARE BRASS

ITEM

3

4

2

1 PIPE, PVC (DR-18) OR D.I.P.
SADDLE, SERVICE W/ 1" F.I.P. THREAD
1" CORPORATION (M.I.P. x COMP.)

DESCRIPTION

M A T E R I A L S
QUANT.

1

1

1

1" INSERT (STAINLESS STEEL)

- TUBING TO BE YARDLEY 3406 OR EQUAL.

- SADDLES 4" AND LARGER TO BE D.I. DUAL STRAP TYPE.

- A VALVE BOX MAY BE REQUIRED AS SPECIFIED BY THE ENGINEER.
  COMPRESSION TYPE.

- MARKER STAKES PAINTED SAFETY BLUE FOR WATER, PURPLE FOR REUSE.
- SADDLE MAY BE INSTALLED AT ANGLE (WITHIN 45° OF HORIZONTAL).

- CURB STOPS TO BE TIED TO MARKER STAKE.

1" x 3/4" COUPLING (COMP. x COMP.) WATER ONLY
1
1

9

8

3/4" WATER OR 1" REUSE TUBING, POLYETHYLENE 4'

DETAIL 16

POLYETHYLENE TUBING

PASCO COUNTY UTILITIES

SINGLE NEAR SIDE REUSE SERVICE - 1"
SINGLE NEAR SIDE WATER SERVICE - 3/4"

6

7

9

8

5
4

3

2

1

FINAL GRADE
SIDEWALK

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

REVISED

CREATED

PAVEMENT

2'

3
6"
 M
IN3
6"
 M
IN

COMPACTED BACKFILL

7

9
8

1 2" x 4" P.T. MARKER STAKE
SEALER, RAM-NEK

2" CASING, PVC OR HDPE - 2' BEYOND EDGE PAVEMENT

6
5

1
1" TUBING, POLYETHYLENE

3/4" WATER OR 1" REUSE CURB STOP BALL
VALVE W/ LOCK WINGS (F.I.P. x COMP.)

ITEM

3

4

2

1 PIPE, PVC (DR-18) OR D.I.P.

SADDLE, SERVICE W/ 1" F.I.P. THREAD
1" CORPORATION (M.I.P. x COMP.)

DESCRIPTION
M A T E R I A L S

QUANT.

1

1

1

1" INSERT (STAINLESS STEEL)

1" x 3/4" COUPLING (COMP. x COMP.) WATER ONLY
1
1

11
10

3/4" WATER OR 1" REUSE TUBING, POLYETHYLENE 4'

DETAIL 17

POLYETHYLENE TUBING

PASCO COUNTY UTILITIES

LIMEROCK

TYP.

11

10

57 8
84

3

2

1

FINAL GRADE

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

- CURB STOP TO TERMINATE 24" ABOVE GROUND AT R/W LINE.

- SADDLES 2" - 3" TO BE BRASS FULL CIRCLE TYPE.

- REUSE CURB STOPS = 1" / WATER CURB STOPS = 3/4"

NOTES: - ALL FITTINGS FOR POLYETHYLENE TUBING ARE BRASS

- TUBING TO BE YARDLEY 3406 OR EQUAL.

- SADDLES 4" AND LARGER TO BE D.I. DUAL STRAP TYPE.

- A VALVE BOX MAY BE REQUIRED AS SPECIFIED BY THE ENGINEER.
  COMPRESSION TYPE.

- SADDLE MAY BE INSTALLED AT ANGLE (WITHIN 45° OF HORIZONTAL).

- CURB STOPS TO BE TIED TO MARKER STAKE.

SINGLE FAR SIDE WATER SERVICE - 3/4"
SINGLE FAR SIDE REUSE SERVICE - 1"REVISED

CREATED

R/W

- MARKER STAKES PAINTED SAFETY BLUE FOR WATER, PURPLE FOR REUSE.

6

9

3
6"
 M
IN

COMPACTED BACKFILL

DETAIL 18

POLYETHYLENE TUBING

PASCO COUNTY UTILITIES

7

54
3

2

1

FINAL GRADE

6

6

8

9

9

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

- CURB STOPS TO BE TIED TO MARKER STAKE.

- SADDLE MAY BE INSTALLED AT ANGLE (WITHIN 45° OF HORIZONTAL).

  COMPRESSION TYPE.
- A VALVE BOX MAY BE REQUIRED AS SPECIFIED BY THE ENGINEER.

- SADDLES 4" AND LARGER TO BE D.I. DUAL STRAP TYPE.

- TUBING TO BE YARDLEY 3406 OR EQUAL.

NOTES: - ALL FITTINGS FOR POLYETHYLENE TUBING ARE BRASS

- REUSE CURB STOPS = 1" / WATER CURB STOPS = 3/4"

- SADDLES 2" - 3" TO BE BRASS FULL CIRCLE TYPE.

- CURB STOP TO TERMINATE 24" ABOVE GROUND AT R/W LINE.

6

9

8

7

3

5
4

2

1

3/4" WATER OR 1" REUSE TUBING, POLYETHYLENE 4'

1" x 3/4" WYE BRANCH (COMP. x COMP.) WATER ONLY

1" INSERT (STAINLESS STEEL)

1" CORPORATION (M.I.P. x COMP.)
SADDLE, SERVICE W/ 1" F.I.P. THREAD
PIPE, PVC (DR-18) OR D.I.P.

VALVE W/ LOCK WINGS (F.I.P. x COMP.)
3/4" WATER OR 1" REUSE CURB STOP BALL

1" TUBING, POLYETHYLENE

2" x 4" P.T. MARKER STAKE

1

1

1

1

1

1

1

ITEM

M A T E R I A L S
DESCRIPTIONQUANT.

DOUBLE NEAR SIDE WATER SERVICE - 3/4"
DOUBLE NEAR SIDE REUSE SERVICE - 1"

CREATED

REVISED

SIDEWALK

R/W

- MARKER STAKES PAINTED SAFETY BLUE FOR WATER, PURPLE FOR REUSE.

1" x 1" WYE BRANCH (COMP. x COMP.) REUSE ONLY

PAVEMENT

R/W

2'

3
6"
 M
IN3
6"
 M
IN

COMPACTED BACKFILL

DETAIL 19

POLYETHYLENE TUBING

PASCO COUNTY UTILITIES

(DOUBLE - FAR SIDE)
WATER AND REUSE LATERAL SERVICE 3/4"

LIMEROCK

TYP.

11

56 7
74

3

2

1

FINAL GRADE

1010

8

9

9

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

- CURB STOP TO TERMINATE 24" ABOVE GROUND AT R/W LINE.

- SADDLES 2" - 3" TO BE BRASS FULL CIRCLE TYPE.

- REUSE CURB STOPS = 1" / WATER CURB STOPS = 3/4"

NOTES: - ALL FITTINGS FOR POLYETHYLENE TUBING ARE BRASS

- TUBING TO BE YARDLEY 3406 OR EQUAL.

- SADDLES 4" AND LARGER TO BE D.I. DUAL STRAP TYPE.

- A VALVE BOX MAY BE REQUIRED AS SPECIFIED BY THE ENGINEER.
  COMPRESSION TYPE.

- SADDLE MAY BE INSTALLED AT ANGLE (WITHIN 45° OF HORIZONTAL).

- CURB STOPS TO BE TIED TO MARKER STAKE.

6

3

5
4

2

1

1" TUBING, POLYETHYLENE

PIPE, PVC (DR-18) OR D.I.P.
SADDLE, SERVICE W/ 1" F.I.P. THREAD
1" CORPORATION (M.I.P. x COMP.)

1" INSERT (STAINLESS STEEL)

1

1

1

ITEM DESCRIPTION

M A T E R I A L S
QUANT.

2" CASING, PVC OR HDPE - 2' BEYOND EDGE PAVEMENT
SEALER, RAM-NEK

8 1 WYE BRANCH FOR POLY TUBING
3/4" WATER OR 1" REUSE TUBING, POLYETHYLENE 4'

3/4" WATER OR 1" REUSE CURB STOP BALL

VALVE W/ LOCK WINGS (F.I.P. x COMP.)
2" x 4" P.T. MARKER STAKE1

2

29

10

11

7

CREATED

REVISED

- MARKER STAKES PAINTED SAFETY BLUE FOR WATER, PURPLE FOR REUSE.

CREATED

REVISED

- 4" DIAMETER CASING REQUIRED FOR ROAD CROSSINGS

12

12 1 VALVE EXTENSION ROD, AS REQUIRED ( 3' MAX. BELOW GRADE)

WITH I.D. TAG
CONCRETE VALVE PAD

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

1 1/2", 2" CURB STOP BALL VALVE W/ LOCK WINGS (FIP x FIP OR FIP x CTS)

1

1

10

11 2" GATE VALVE, IRON BODY W/ SQUARE NUT

7

6

9

34

8

7

6

11

1

4

10
"

FINAL GRADE

2

5

10

WATER AND REUSE LATERAL SERVICE
1 1/2" OR 2"

PASCO COUNTY UTILITIES

SERVICE LATERAL PVC (SCHEDULE 40)

DETAIL 20

2" x 4" P.T. MARKER STAKE

8
9 1 1 1/2", 2" PLUG, THREADED (W/ TEFLON TAPE)

- 1 1/2" BRASS REDUCER BUSHING REQUIRED WITH ITEM NO. 11 FOR 1 1/2" SERVICE.

- MARKER STAKES PAINTED SAFETY BLUE FOR WATER, PURPLE FOR REUSE.

- SERVICE SADDLES SHALL BE INSTALLED ON ALL TAPS TO P.V.C. (DR-18) WATER MAINS.

- SADDLES 4" AND LARGER TO BE DUCTILE IRON DUAL STRAP TYPE.

1 1/2", 2" NIPPLE, BRASS OR STAINLESS STEEL

1

3
2

QUANT.

M A T E R I A L S
DESCRIPTION

4" & LARGER PIPE, PVC (DR-18) OR D.I.P. (CLASS 50)
BOX, VALVE CAST IRON SLIP TYPE1

2

4
3

ITEM

NOTE:  - A VALVE BOX SHALL BE REQUIRED ON ALL GATE VALVES.

1 1/2", 2" 90° ELBOW (SLIP x SLIP) SCH 40 (NOT REQUIRED FOR HDPE)
1 1/2", 2" ADAPTER (PVC SCH 40 / SLIP x FPT 0R BRASS MIP x CTS)
1 1/2", 2" SADDLE, SERVICE (I.P. THREADS)1

2

5
6

1 1/2", 2" PIPE, PVC (SCH 40) OR HDPE (3408) - LENGTH VARIES
27

- 2" GATE VALVE TO BE RESILIENT WEDGE IRON BODY TYPE WITH 2" OPERATING UNIT.

COMPACTED BACKFILL

3
6"
 M
IN

R/W

RECOMMENDED UTILITY LOCATIONS
SCALE: N.T.S.

CONTRACTOR/CUSTOMER SHALL APPLY AT PASCO COUNTY UTILITIES CUSTOMER SERVICE

PRESSURE BACKFLOW PREVENTION DEVICE SHALL BE FURNISHED AND INSTALLED BY THE
ALL FITTINGS, PIPING, VALVES AND MATERIALS INCLUDING THE PASCO COUNTY APPROVED REDUCED
THE METER WILL BE FURNISHED, INSTALLED AND INITIAL READING TAKEN BY PASCO COUNTY UTILITIES.

UTILITIES CERTIFIED BACKFLOW PREVENTION TECHNICIAN AT TIME OF METER INSTALLATION.

MUST BE INSTALLED BEFORE THE METER IS INSTALLED BY PASCO COUNTY UTILITIES. THE APPROVED
CONTRACTOR/CUSTOMER FURNISHED REDUCED PRESSURE BACKFLOW PREVENTION DEVICE

CONTRACTOR/CUSTOMER SHALL PROTECT THE JUMPER/METER ASSEMBLY FROM DAMAGE.
CONTRACTOR/CUSTOMER IS RESPONSIBLE FOR BACTERIOLOGICAL TESTING AFTER CONNECTION 

SYSTEM IS ACCEPTED AND DEPARTMENT OF HEALTH CERTIFICATION AND CLEARANCE FOR

WHEN THE NEW SYSTEM IS ACCEPTED AND THE FINAL METER READING TAKEN BY PASCO COUNTY,

FROM PASCO COUNTY UTILITIES IN ACCORDANCE WITH THE APPROPRIATE RATE SCHEDULE

FOR TEMPORARY WATER SERVICE AT LEAST THREE DAYS PRIOR TO REQUIRED SERVICE DATE.

TEE/ VALVES - BRASS OR S.S. 

2" BACKFLOW PREVENTER ASSEMBLY, REDUCED PRESSURE ZONE

2" VALVE - BRASS OR S.S.

PIPE STAND (SUPPORT)110

CONTRACTOR/CUSTOMER.

OF TEMPORARY WATER SERVICE.

SERVICE FORM HAS BEEN RECEIVED BY PASCO COUNTY UTILITIES.

REMOVED FROM M.J CAP TO M.J. CAP AND A NEW WATER MAIN IS TO BE 
CHLORINATED AND INSTALLED COMPLETING THE FINAL CONNECTION.

THE TEMPORARY CONSTRUCTION JUMPER/METER ASSEMBLY MUST BE COMPLETELY 

AND IN ACCORDANCE WITH PASCO COUNTY UTILITIES RULES AND REGULATION.

BACKFLOW PREVENTION DEVICE SHALL BE TESTED AND CERTIFIED BY PASCO COUNTY

TEMPORARY CONSTRUCTION JUMPER/METER ASSEMBLY SHALL NOT BE REMOVED UNTIL

BY APPLYING FOR SERVICE, CONTRACTOR/CUSTOMER AGREES TO TAKE WATER SERVICE

TEMPORARY CONSTRUCTION WATER SERVICE
CREATED

REVISED

-

-

-

-
-

-

NOTE: -

-

11 M.J. CAP WITH 2" TAP2

QUANT.

7

9
8

6
5

3
4

2

ITEM
1

2" GATE VALVE - BRASS OR S.S.

M A T E R I A L S
DESCRIPTION

BRASS-METER FLANGES OR ADAPTORS
2" METER FURNISHED BY PASCO COUNTY UTILITIES

2" ELBOWS - GALV. 90°

CONCRETE SLAB

2" RISER - GALV.

1

1

2

*
2

2
2

1

1

11

5

11

5

7
4

10

6

32 1 4

DETAIL 01

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

8

9

8

SHEET OF SHEETS

NNP-BEXLEY, LLC

WATER & RECLAIMED SYSTEM DETAILS

29 38
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CONCRETE SHOCK PAD

CONCRETE VALVE PAD

NTS

3" MINIMUM
CROWN TRENCH

EXISTING GRADE

12" DEPTH
MARKING TAPE
METALLIC

COMMON FILL

PIPE

TOP OF PIPE
CONSOLIDATED TO
BACKFILL LIGHTLY

SELECT MATERIAL
LOOSE SOIL OR
4" MINIMUM

UNDISTURBED EARTH

PIPE LAYING CONDITIONS

STANDARD UNPAVED AREAS

DETAIL 32

CREATED

REVISED

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

PASCO COUNTY UTILITIESDETAIL 29

RESTRAINED JOINT TABLE PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

CREATED

REVISED

BRANCH SIZE
WATER MAINS - TEST PRESSURE 150 PSI

R
U

N
 S

IZ
E

PIPE RESTRAINT LENGTHS IN FEET

RESTRAINT LENGTHS ARE MEASURED FROM THE
CENTER LINE OF THE TEE ALONG THE BRANCH FOR
THE DISTANCE INDICATED. A MINIMUM OF 5 FEET OF
RESTRAINED PIPE MUST BE INSTALLED ON BOTH RUNS
OF THE TEE. MEGALUG TYPE RESTRAINERS ARE
REQUIRED ON ALL JOINTS.

3" 4" 6" 8" 10" 12" 16" 20" 24"
3"
4"
6"
8"

10"
12"
16"
20"
24"

6' 14' 30'

2'

1'

1'

1'

1'

1'

1'

1'

11'

2'

1'

1'

1'

1'

1'

1'

28'

22'

16'

10'

3'

1'

1'

1'

44'

40'

35'

30'

25'

14'

2'

1'

52'

48'

44'

40'

31'

22'

11'

62'

58'

55'

48'

40'

31'

83'

80'

75'

69'

63' 89'

94'

98'

103'

119'

116'

111'

TEES (BRANCH SIDE)

TEES (BRANCH SIDE)

DETAIL 28

RESTRAINED JOINT TABLE PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

CREATED

REVISED

DEAD END90°45°22-1/2°11-1/4°
FITTING TYPE

WATER MAINS - TEST PRESSURE 150 PSI

4"
6"
8"

10"
12"
16"
20"
24"

P
IP

E 
SI

ZE

2'
3'
4'
4'
5'
6'
7'
9'

4'
6'
7'
9'

10'
13'
15'
17'

12'
15'
18'
21'
26'
31'
36'

8' 20'
28'
36'
43'
50'
63'
76'
87'

45'
63'
82'
98'

116'
148'
179'
208'

FORCE MAINS - TEST PRESSURE 100 PSI

11-1/4°

4'16"

24"
20" 5'

6'

4"

12"

8"
10"

6"

P
IP

E 
SI

ZE 2'

3'
3'

2'
1' 6'

8'

11'
10'

7'

5'
6'

4'
3'

42'18'

24'
21' 50'

58'

10'
12'
14'

8'
24'

34'
29'

19'
13'

FITTING TYPE
22-1/2° 45° 90°

99'

139'
119'

30'

77'
66'
55'
42'

DEAD END

PIPE RESTRAINT LENGTHS IN FEET

RESTRAINT LENGTHS ARE MEASURED FROM THE CENTER LINE OF THE FITTING ALONG THE PIPE IN
BOTH DIRECTIONS (EXCEPT DEAD ENDS).

COMMON FITTINGS

COMMON FITTINGS

RAIL

R
AI
L
RO
AD

3
'-
0"

 M
IN
.

"
D2
" 

+ 
6'

-0
" 

MI
N.

5
'-
6"

 M
IN
.

3
'-
0"

 M
IN
.

R
OA
DS

2
'-
6"

 M
IN
.

VARIES

DITCH

SEE NOTE 4
3'-0" MIN.

3'-0" MIN.
ROADWAY

SEE NOTE 2
CURB

SEE NOTE 3
SHOULDER
STABILIZED

25' MIN.

OR OUTSIDE TRACK
C OF OUTSIDE LANE 

2. CASINGS SHALL TERMINATE 8' MINIMUM BEYOND EDGE OF PAVEMENT.

NOTE:  1. VERTICAL DIMENSIONS ARE TYPICAL FOR MAINS.

DETAIL 35PASCO COUNTY UTILITIES

DETAIL

JACK & BORE

SEE NOTE 2

   AND 36" ELSEWHERE.
3. CASINGS SHALL HAVE 30" MINIMUM COVER UNDER DITCH BOTTOMS

    FLOATATION WITH SPACERS ADJUSTED TO PROVIDE THE SLOPE REQUIRED.
4. GRAVITY SEWERS SHALL BE PROPERLY ANCHORED TO PREVENT

5. SEE SECTION B.2 FOR CASING SIZE.

BRICK & 1/2" PLASTER SEALS
AT EACH END OF PIPE CASING

(BIT. COATED) SEE
STEEL PIPE CASING

PLANS FOR SIZE,
LOCATION & LENGTH

MAIN

"T
"

"
D2
"

"
D1
"

SUBBASE

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

CREATED

REVISED

SHEET OF SHEETS

NNP-BEXLEY, LLC

WATER & RECLAIMED SYSTEM DETAILS

30 38
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3

2

5

6
7

8

14

PASCO COUNTY UTILITIES

STANDARD AIR RELEASE VALVE ASSEMBLY

DETAIL 4

M A T E R I A L S
QUANT.ITEM DESCRIPTION
1

1

1

1

1

1

1

1

3

2

5

4

7

6

8

1

1

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

1

9

2

1

1

1

VENTED ENCLOSURE, WATER PLUS CORP. MODEL #131632

AIR RELEASE VALVE 2" NPT (SEE BELOW)

1" CURB STOP, S.S. 

4

13

2" x 4" NIPPLE, S.S.

2" BALL VALVE, S.S.

2" TEE, S.S.

2" X 1" REDUCER, S.S.

 1" SHORT NIPPLE, S.S.

 2" PIPE, S.S. LENGTH AS REQUIRED

2" DOUBLE STRAP TAPPING SADDLE, S.S.1

4" & LARGER PIPE, D.I. OR PVC (DR-18)
2" CORPORATION BRASS

13

 1-1/2" PIPE, PVC, LENGTH AS REQUIRED

1-1/2" x 90° ELBOW, PVC

11

10

12

FINISHED GRADE

(VERTICAL PIPE LAYOUT)REVISED

CREATED

9

10

11

12
13
14

15

15 1 CONCRETE SLAB AROUND ENCLOSURE

16

16 1 #57 WHITE ROCK

 NOTE:
PASCO COUNTY SHALL HAVE

OPTION OF REQUIRING THE AIR
RELEASE VALVE ASSEMBLY WITH

ODOR CONTROL SYSTEM (DETAIL 5)

TO BE INSTALLED WHERE ODOR
MAY BE A CONCERN

SEWER AIR RELEASE VALVES SHALL BE ARI MODEL D-025

WATER AIR RELEASE VALVES SHALL BE VALMATIC OR EQUAL

FLEXIBLE BOOT W/

PASCO COUNTY UTILITIES

STANDARD MANHOLE

NO. 4 REBAR AT 12" O.C.
REINFORCE PER

EXTERIOR COATING,
KOPPERS BITUMASTIC
BLACK SOLUTION,
2 COATS.

EACH WAY
A.S.T.M. C-478

S.S. STRAP CLAMPS

GROUT FILLET

DETAIL 38

C.I. MANHOLE FRAME & COVER

SEALS OR SINGLE

JOINTS TO BE 
SEALED W/ O-RING

(TYP. ALL MANHOLES)
2" BELOW MANHOLE

OF 4,000 p.s.i. AT 28 DAYS.

UNITS MFG. IN
ALL PRECAST

ACCORDANCE W/

C-478
A.S.T.M. SPEC.

PRECAST CONCRETE

NOTE:
ECCENTRIC CONES
ARE ACCEPTABLE, SET

BRICK LEVELING COURSE

SHALL ATTAIN A MINIMUM
COMPRESSIVE STRENGTH

NOTE:

H-20 LOAD RATED.

12" MAX.

FINISHED GRADE

USF NO. 170-E 0RS OR EQUAL
W/ WORD "SANITARY",

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

WRAPID SEAL

WRAPID SEAL

WRAPID SEAL

SLOPE GROUT ON EACH
SIDE OF FLOW CHANNELS

IN LINE WITH FLOW.

CREATED

REVISED

3. PASCO COUNTY SHALL HAVE THE OPTION OF SPECIFYING THE TYPE OF INTERIOR LINING

ON AIR RELEASES, MANHOLES, GREASE/WATER, OIL/WATER SEPARATORS, AND WETWELLS.

2. WRAPID SEAL MUST BE USED IN ACCORDANCE WITH MANUFACTURES RECOMMENDATIONS.

NOTE:  1. WRAPID SEAL MUST BE USED ON ALL JOINTS, CASTINGS AND RISER RINGS: ON ALL JOINTS

   TO BE INSTALLED FOR EACH INDIVIDUAL MANHOLE.

OR
TYPE II PORTLAND
CEMENT MUST BE 
USED IN THE 
MANUFACTURING

(ASTM C-923)

OFFSET SEAL
(ASTM C-443)

4. PASCO COUNTY SHALL HAVE THE OPTION OF REQUIRING A NEGATIVE PRESSURE TEST
   PER ASTM C-1244
5. LIFT HOLES MUST NOT PENETRATE THE WALLS

PASCO COUNTY UTILITIES

DROP MANHOLE

PIPE &
FITTINGS

INLET
SEWER

EACH WAY

REINFORCE PER
A.S.T.M. C-478

NO. 4 REBAR AT 12" O.C.

ECCENTRIC CONES
ARE ACCEPTABLE, SET

BRICK LEVELING COURSE

NOTE:

(TYP. ALL MANHOLES)
2" BELOW MANHOLE

UNITS MFG. IN
ALL PRECAST

ACCORDANCE W/

C-478
A.S.T.M. SPEC.

DETAIL 39

GROUT FILLET

12" MAX.

FINISHED GRADE

W/ WORD "SANITARY",
USF NO. 170-E 0RS OR EQUAL

H-20 LOAD RATED.

C.I. MANHOLE FRAME & COVER

WRAPID SEAL

WRAPID SEAL

WRAPID SEAL

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

SLOPE GROUT ON EACH
SIDE OF FLOW CHANNELS

IN LINE WITH FLOW.

CREATED

REVISED

NOTE:

COMPRESSIVE STRENGTH
SHALL ATTAIN A MINIMUM
PRECAST CONCRETE

OF 4,000 p.s.i. AT 28 DAYS.

MANUFACTURING
USED IN THE 
CEMENT MUST BE 
TYPE II PORTLAND
OR
2 COATS.
BLACK SOLUTION,
KOPPERS BITUMASTIC
EXTERIOR COATING,

5. LIFT HOLES MUST NOT PENETRATE THE WALLS

   TO BE INSTALLED FOR EACH INDIVIDUAL MANHOLE.

NOTE:  1. WRAPID SEAL MUST BE USED ON ALL JOINTS, CASTINGS AND RISER RINGS: ON ALL JOINTS

2. WRAPID SEAL MUST BE USED IN ACCORDANCE WITH MANUFACTURES RECOMMENDATIONS.

ON AIR RELEASES, MANHOLES, GREASE/WATER, OIL/WATER SEPARATORS, AND WETWELLS.

3. PASCO COUNTY SHALL HAVE THE OPTION OF SPECIFYING THE TYPE OF INTERIOR LINING

4. PASCO COUNTY SHALL HAVE THE OPTION OF REQUIRING A NEGATIVE PRESSURE TEST
   PER ASTM C-1244

(ASTM C-443)
OFFSET SEAL
SEALS OR SINGLE
SEALED W/ O-RING
JOINTS TO BE 

S.S. STRAP CLAMPS
(ASTM C-923)

FLEXIBLE BOOT W/

PROCESS

DETAIL 37PASCO COUNTY UTILITIES

DROP MANHOLE

FLOW

STEEL TROWEL FINISH

S
LO

PE

SEWER
INLET

SEWER
OUTLET

S
LO

PE

NOTE:

OR MORE.

DIFFERENCE BETWEEN INVERTS IS 2'

DROP MANHOLE TO BE USED WHEN THE

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL(BENCH AND INVERTS)

CREATED

REVISED

DETAIL 36PASCO COUNTY UTILITIES

STANDARD MANHOLE

FLOW

F
L
O
W

STEEL TROWEL FINISH

S
LO

PE

SEWER
INLET

SEWER
INLET

SEWER
OUTLET

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL(BENCH AND INVERTS)

CREATED

REVISED
(PRE-CAST ONLY)

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

REVISED

CREATED

ELEVATION

DETAIL 34PASCO COUNTY UTILITIES

TAPPING DETAIL W/ VALVE LOCATION

WATER, REUSE, AND FORCE MAIN

FINISHED GRADE OR PAVEMENT

C.I. RISER

DUCTILE IRON VALVE

TAPPING VALVE
PORT
TEST

RESTRAINED MECHANICAL
JOINT (MEGALUG)

BOX AND COVER
(SLIP TYPE)

STEEL HARDWARE)
(EPOXY COATED WITH STAINLESS
TAPPING SLEEVE

FLANGED CONNECTION

MAIN

-  SADDLE CONNECTION WILL BE TESTED TO 150 PSI PRIOR TO TAPPING MAIN.

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

CONCRETE VALVE PAD
WITH I.D. TAG

NOTES:

-  MECHANICAL JOINTS/UNDERGROUND PIPING SHALL BE RESTRAINED AS SPECIFIED

   BY COUNTY/ENGINEER.

-  VALVE EXTENSION ROD SHALL BE UTILIZED, AS NECESSARY, SO THAT VALVE OPERATING

   NUT IS A MAXIMUM OF 3' BELOW GRADE.

REVISED

CREATED

PASCO COUNTY UTILITIES

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

REVISED

CREATED

FINISHED GRADECONCRETE SIDEWALK

C.I. CLEANOUT COVER

R/W OR EASEMENT LINE

MARKER, PAINTED GREEN

SERVICE PIPE
1% MIN. SLOPE

WYE BRANCH

UNDISTURBED MATERIAL

CONNECTION BY CUSTOMER

DETAIL 42

AND TYPICAL CLEAN-OUT

SANITARY SEWER - SINGLE WYE CONNECTION

SANITARY SEWER MAIN

RED BRICK

U.S. FOUNDARY & MANUFACTURING CORP.

8" PVC PIPE
MIN. 12" LONG

USF 7621 REVERSIBLE HANDHOLE RING AND FE RING

PVC CLEAN-OUT AT R/W LINE OR EASEMENT LINE

NTS

CURB

ROAD SURFACE

AND C.I. COVER

PASCO COUNTY UTILITIES

PROVIDED FOR INFORMATIONAL
PURPOSES ONLY.

NO MODIFICATIONS WITHOUT
WRITTEN PCU APPROVAL

REVISED

CREATED

FINISHED GRADE

MARKER, PAINTED GREEN

SERVICE PIPE
1% MIN. SLOPE

UNDISTURBED MATERIAL

CONNECTION BY CUSTOMER

DETAIL 43

AND TYPICAL CLEAN-OUT

SANITARY SEWER - DOUBLE WYE CONNECTION

SANITARY SEWER MAIN

RED BRICK

8" PVC PIPE
MIN. 12" LONG

DOUBLE WYE BRANCH

CONNECTION BY CUSTOMER

CONNECTION BY CUSTOMER

R/W OR EASEMENT LINE

R/W OR EASEMENT LINE
C.I. CLEANOUT COVER
U.S. FOUNDARY & MANUFACTURING CORP.
USF 7621 REVERSIBLE HANDHOLE RING AND FE RING

C.I. CLEANOUT COVER

CAP

MARKER, PAINTED GREEN

MARKER, PAINTED GREEN

PL

SERVICE PIPE

TO SANITARY SEWER MAIN

PLAN

ELEVATION

CONCRETE WALK

DOUBLE WYE BRANCH

NTS

CONCRETE SIDEWALK

PVC CLEAN-OUT AT R/W LINE OR EASEMENT LINE

CURB

ROAD SURFACE

AND C.I. COVER

SHEET OF SHEETS
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SANITARY SEWER SYSTEM DETAILS

31 38

 

 
PE

RM
IT

TE
D

 D
RA

W
IN

G
S 

SO
U

TH
W

ES
T 

FL
O

RI
D

A
 W

A
TE

R 
M

A
N

A
G

EM
EN

T 
D

IS
TR

IC
T 

(S
W

FW
M

D
) 

Fo
r 

co
ns

tr
uc

tio
n 

pe
rm

its
, t

he
 P

er
m

itt
ee

 s
ha

ll 
no

tif
y 

th
e 

D
is

tr
ic

t  
in

 w
ri

tin
g 

w
he

n 
co

ns
tr

uc
tio

n 
be

gi
ns

. 

 



SHEET OF SHEETS

NNP-BEXLEY, LLC

SCALE: 1" = 50'

SIDEWALK, SIGNING & PAVEMENT MARKING PLAN
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SCALE: 1" = 50'
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SCALE: 1" = 50'

SIDEWALK, SIGNING & PAVEMENT MARKING PLAN
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STAKED TURBIDITY BARRIER

SILT SCREEN

EROSION CONTROL DETAILS

SCALE: 1" = 200'

CONSTRUCTION SURFACE WATER MANAGEMENT PLAN
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